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The Chief Engineer (Ele)
O&M Zone, CESC,
Mysuru.
Sir,
Sub: Approval for availing Line clear on 66kV Bus-2 of 220/66kV T.K.Halli Receiving
station on 25.06.2022 from 10:00Hrs to 14:00Hrs (4Hrs)-Reg.
Ref: 1. CESC/CEE/SEE(O)/AE-1/2022-23/2185-88 Dtd:22.06.2022.

dedededed

Anent to the above subject vide ref (1) it is stated General Manager, Customer Relations,
BESCOM has requested to arrange concurrence for availing Line clear on 66kV Bus-2 of 220/66kV
T.K.Halli Receiving station on 25.06.2022 from 10:00Hrs to 14:00Hrs (4Hrs) for providing 66kV Rigid
bus jumps of newly constructed transformer bay for the work of providing additional 3" 100MVA,
220/66kV Power Transformer at 220/66kV T.K.Halli Sub-station along with dismantling of existing
ACDB & allied equipments at 220/66kV T.K.Halli S/s at Malavalli Taluk, Mandya District and the
power supply to the following sub-station will be affected.

Sl No Division Station Name Load in MW
1 66/11 KV Halguru 6
2 66/11 KV Yethambadi 3.2
3 66/11 KV K.Honalagere 8
4 Maddur 6611 KV K.M.Doddi 10
5 66/11 KV Maddur 16
6 66/11 KV KIADB Somanahalli 13
7§ 66/11 KV K.K.Doddi 5
8 66/11 KV Tubinagere Substation 3
9 Mandya Generating Station at Shimsha | 29
10 Generating Station at Shimsha 2 33
11 Generating Station at Limbavali 8

In continuation for availing line clear for the above said work and mentioned date you are
also recommended for line clear.

In view of the above, 1 am hereby directed to accord approval to avail line clear on 66kV
Bus-2 of 220/66kV T.K.Halli Receiving station on 25.06.2022 from 10:00Hrs to 14:00Hrs (4Hrs) for
providing 66kV Rigid bus jumps of newly constructed transformer bay for the work of providing
additional 3™ 100MVA, 220/66kV Power Transformer at 220/66kV T.K:Halli Sub-station along with
dismantling of existing ACDB & allied equipments at 220/66kV T.K.Halli S/s at Malavalli Taluk,
Mandya District and to instruct the concerned Executive Engineer (Ele) O & M Divisions to issue paper
notification regarding line clear, to maintain uninterrupted power supply to covid hospitals and also to

coordinate with KPTCL officers during line clear period.
Yourségithful]_v
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Genera!m;ager (Tech)
CESC, Mysuru.



Copy to:
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General Manager(CR), Corporate Office, BESCOM, Bengaluru.
The Chief Engineer (Ele), Transmission Zone Mysuru, KPTCL.
The Superintending Engineer (Ele), O&M Circle, CESC Mandya.
The Assistant Executive Engineer (Ele), DCC, CESC, Mysuru.

PS to MD/TA to DT To place before MD and DT.

MF/OC.



